
Target Feeder Voltage Drop 
Calculator

The Target Feeder Voltage Drop was created to assist 
electrical designers in selecting the optimum feeder 
sizes to target emplacements based on voltage drop 
considerations.  The application includes diversity factors 
allowed due to utilization of the target loads through the 
target control system.  

The application can be found on the navigation frame at the 
left on the RTLP Range Design Guide.  The web 
address is http://www.hnd.usace.army.mil/rdg.  

Please submit feedback on this application to the CEHNC 
Electrical Branch by selecting the “Email RTLP” link in 
the navigation frame.



Target Feeder Voltage Drop 
Calculator Instructions

• Inputs are only allowed in the yellow fields
• Project conditions are limited with pull down 

menus. 
• Voltage and Phase are locked to single phase, 

240 volts for target standard requirements.
• The “To” column represents the current target in 

the target feeder.  Input is not limited.  
• Ensure the “Target Type” column matches the 

target listed in the “To” column.



Target Feeder Voltage Drop 
Calculator Instructions

• Distances may be entered in Feet or Meters.  The 
“Units” box sets the English units to feet and the 
metric units to Meters under the distance title.

• Wire size should be limited to panel board lug 
sizes.  #2 is recommended maximum wire size.

• The thermal blanket column, when set to yes, 
automatically enters continuous load for each 
target selected.  The selected target is the target 
listed in the “To” column.



Target Feeder Voltage Drop 
Calculator Instructions

• The T-Feeder tab may be copied to allow 
for multiple feeders to be calculated within 
the same spread sheet.

• The “Clear Form” button, when pushed, 
clears only the Feeder information fields.  If 
“Macros” are not enabled this function will 
not work.



Target Feeder Voltage Drop 
Calculation Basis

Voltage Drop < 5% Rated Transformer 
Secondary Voltage at Every Target

Voltage Drop Must Be Calculated For 
Each Cable Segment

Determine Maximum Current Draw For 
Each Segment To Determine Voltage 
Drop For Each Segment of Cable

Voltage Drop For Each Target Is 
Summation of Voltage Drop Of Each 
Segment of Cable Connected To Target

Cable Segment 1

Cable Segment 2

Cable Segment 3

Cable Segment 4



Target Feeder Calculator Diversity
Target Diversity used by the application.

Target Diversity = 100% Largest Target Design Load + 75% 2nd Largest 
Target Design Load + 75% 3rd Largest Target Design Load + Sum Of 
Remaining Target Static Load

Thermal Blanket Load is calculated as a continuous load.
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Target Feeder Voltage Drop 
Calculator Sample


